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Abstract. Cathodic protection (CP) of metallic water mains has been proven in many 

cases to be an effective method of reducing breakage frequency and extending the useful 

life of pipes, however, the effectiveness of CP can vary with specific conditions of water 

mains. The effectiveness of CP can ultimately be expressed in terms of economic benefits 

obtained as a result of reduction in breakage frequency and deferral of pipe replacement. 

Quantifying CP effectiveness can prove to be challenging because there are many factors 

contributing to variability in water main breaks while few water utilities have sufficient 

data to support credible research efforts. 

In this paper we present an approach that was developed in collaboration with 12 

Canadian water utilities from Quebéc, Ontario, Saskatchewan and Alberta. Breakage 

patterns, before and after implementation of CP, are statistically analysed. Contributing 

factors such as pipe and soil characteristics, climatic changes and the type of CP (retrofit 

or hotspot) are explicitly considered. Once the parameters of these breakage patterns are 

extracted, a thorough economic analysis is performed. 

A computer application is being developed to facilitate the usage of this approach for the 

long-term planning of water main management and renewal. 

Time-dependent factors affecting water main breaks 

Kleiner and Rajani (2000) have proposed a multi-variate exponential (or an alternative 

power) model to consider time-dependent cyclical and operational factors in predicting 

water main breaks.  
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where  t  =  time elapsed from year of reference to,  

 xt  = row vector of time-dependent covariates prevailing at time t,  

 N(xt) = number of breaks at time t (resulting from xt),  



 a = column vector of parameters corresponding to covariates x, and  

 
0t

x  = vector of baseline x values at year of reference to.  

Time-dependent covariates (or “explanatory variables”) could be environmental 

(climatic conditions, soil moisture, etc.) or operational (proportion of pipes protected by 

CP, pressure regimes, etc.). Parameters ( )
0txN  and a can be found by least square 

regression (with or without linear transformation) or by using the maximum likelihood 

(ML) method. 

Three climatic covariates were examined for the case studies presented here. Freezing 

index (FI) is a surrogate measure for the severity of winter, and rain deficit (RD) is a 

surrogate measure for soil moisture. RD is considered in two separate forms. Cumulative 

RD, which is a measure of the average soil moisture over a given time period, 

corresponds to the effects described by Rajani et al. (1996). Snapshot RD, which is a 

measure of the soil moisture during winter, when the soil is mostly frozen, corresponds to 

the effects described by Rajani and Zhan (1996). In equation (1) FI and RD are expressed 

as Z-scores, which are the normalised forms of these variables.  

Hotspot cathodic protection (HS CP) 

Hotspot cathodic protection is the practice of installing a protective anode at the 

location of a pipe failure, right after the failure has been repaired. These anodes are 

typically installed without any means of monitoring and stay in the ground until total 

depletion, usually without replacement. The following assumptions are made in 

assessing the effect of HS CP on the breakage rate of a (relatively homogeneous) group 

of pipes: 

• A hotspot anode has an effective life of tLF years in the ground. 

• A hotspot anode provides full protection after a time lag of tLG from time of anode 

installation. 

• When a HS CP program commences at year THS for a given group of pipes, every 

break repair reported from year t onwards includes a hotspot anode. This anode 

provides active protection starting at time t + tLG and ending at time t + tLF.  



• The exact location of a break (and a HS anode) along a pipe is assumed to be 

random. It is also assumed that a higher breakage frequency is likely in pipe 

segments that are more deteriorated than others. Consequently, the effectiveness of 

the active HS anodes (in terms of reducing breakage frequency) is expected to be 

higher at the beginning of a HS CP program, because many of these anodes will be 

placed in the more deteriorated parts of the network. Conversely, as new anodes are 

continually added, some are likely to be placed close to existing active anodes, 

reducing their impact. Consequently, as more breaks occur over time, more anodes 

are placed, likely to create a local “crowding effect”. 

• For the time-dependent, multivariate analysis of breakage history, the HS CP 

covariate is taken as the number of active anodes per unit length of pipe in a given 

group of water mains, multiplied by the effectiveness factor fe. The HS CP covariate 

is thus dependent both on the total length of the water mains at year t and the 

number of breaks in previous years.  

A case history is presented to illustrate the effect of HS CP on the breakage rate of 

water mains in an Eastern Ontario water utility (Utility A). The group of pipes in this 

case comprises 634 km of cast iron water mains, 6” (150 mm) to 12” (300 mm) in 

diameter, installed between 1946 and 1970. Utility A commenced a hotspot cathodic 

protection program in 1990, in which every pipe breakage repair was followed by an 

installation of a 32 lb. magnesium anode. These anodes typically provide adequate 

protection for 15 years and the time lag from installation to full protection was assumed 

to be one year. Figure 1 shows how the multi-variate model fits the observed historical 

breaks. The effect of the HS CP program is clearly visible as the multi-variate model 

begins to deviates from the background ageing curve (indicating theoretical breakage 

rate if no time-dependent factors were present) in the early 1990’s. 
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Figure 1. Effect of HS CP on CI pipes in Utility A 

The coefficient of determination for this regression is r2 = 0.73, while the adjusted 

coefficient of determination is ra
2 = 0.68. It should be noted that in this case history, 

climatic effects on historical breakage rate appear to be minimal and cannot explain the 

deviations of the observed breaks from the background ageing in the period prior to the 

HS CP program. 

Once the model parameters are found, breakage rate can be predicted and economic 

analysis can be performed. Figure 2 shows how expected breakage repair costs are 

affected by the time at which the HS CP program is initiated. It shows that there is 

relatively little cost saving when HS CP is implemented very early in the life of a pipe. 

This is expected because at an early deterioration stage the number of breaks is relatively 

small and the number of HS anodes will thus be small, resulting in a very small 

difference in breakage rates with or without HS CP. As the pipe deteriorates further, the 

cost savings in implementing HS CP become increasingly more significant. It can also be 

seen that the difference in costs are approximately constant (e.g., the cost curves of HS 

CP commencing at 0, 20, 40, and 60 years are nearly parallel). Cost of one breakage 

event (repair + water loss + social costs) was taken as $5000, and installation cost of each 

HS CP anodes was taken as $300. Discount rate was taken as 3%. 
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Figure 2. Cumulative cost of pipe breaks at different HS CP starting times – Utility A. 

As we delay the time of replacement, the cost of breakage repair increases because of 

deterioration but at the same time the deferred cost of replacement decreases because of 

discounting. The total cost curve, as is shown in Figure 3, is typically convex, with a 

minimum cost denoting the optimal time for replacement T*. Under certain conditions 

HS CP can delay the optimal time of pipe replacement. In this case study  T*  = 67 years 

represents the optimal time for replacement of an unprotected pipe, which would result in 

a discounted life-cycle cost of approximately $96 K/km (cost of replacement pipe was 

taken as $300 K/km). If HS CP commences at pipe installation, its optimal time of 

replacement is expected to be deferred to year To* =118 with a total life-cycle cost of $60 

K/km. If HS CP commences at year 40, its optimal time of replacement to is also 

expected to be deferred to year T40* =118 with a total life-cycle cost of $68 K/km. It can be 

seen that if HS CP commences much later than T*  it will have little or no effect on the 

optimal time of replacement. 
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Figure 3. Effect of HS CP on the life-cycle costs of pipes – Utility A. 

It is interesting to note that the magnitude of this ‘life extension’ does not depend on how 

early HS CP commences. This is because the breakage rate of HS protected pipes in this 

model will tend to the same steady state regardless of when HS CP starts.  

Retrofit cathodic protection (Retrofit CP) 

Retrofit CP refers to the practice of systematically protecting existing pipes with galvanic 

cathodic protection. If the existing water main is electrically discontinuous (e.g., bell and 

spigot with elastomeric gaskets and no bridging) then an anode is attached to each pipe 

segment (typically 6 m or 20’ length). If the water main is electrically continuous then 

usually a bank of anodes in a single anode bed can protect a long stretch of pipe.  

In assessing the effect of retrofit CP on the breakage rate of a (relatively homogeneous) 

group of pipes the following is assumed. 

• Subsequent to CP retrofitting, the pipe breakage rate reduces exponentially over a 

transition period ttr. This is because the pipe is likely to have some deteriorated parts, 

which will suffer imminent breakage. The CP can thus delay those breaks but not prevent 

them altogether. 



• Once the protected pipe is “purged” of these imminent breaks, a new phase begins, in 

which the pipe continues to age (exponential growth of breakage rate) albeit at a 

lower rate than before protection.  

• Retrofit anodes are monitored and replaced when fully depleted, thus the slow ageing 

rate is maintained through the rest of the pipe’s life. 

Figure 4 illustrates the schematics of this ageing pattern.  
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Figure 4. Phases in breakage pattern when pipe is retrofitted at year 50. 

Figure 5 shows how the multi-variate model, including retrofit CP, fits the observed 

historical breaks in 86 km of ductile iron mains, 6” (150 mm) to to 12” (300 mm) 

diameter, installed between 1970 and 1987 in a Southern Ontario water utility. The 

percentage of pipes retrofitted over the years was as follows.  

1970-
1983 1984 1985 1986 1987 1988 1989 1990 1991 1992 1993 1994 1995 1996 1997 

0.0% 1.5% 3.7% 1.2% 5.2% 1.1% 4.2% 4.1% 6.2% 3.5% 2.3% 0.0% 0.7% 1.9% 0.0% 

The effect of the retrofit CP program is clearly visible in the downturn of the multi-

variate model in the mid 1980’s. The coefficient of determination for this regression is 

r2 = 0.74, while the adjusted coefficient of determination is ra
2 = 0.63. 
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Figure 5. Effect of retrofit on ductile iron mains in Utility B. 

Once the parameters of the model were determined, the impact of retrofit CP on the life 

cycle cost of pipes could be assessed as illustrated in Figure 6. The costs of pipe 

replacement and breakage repair were taken, as in the previous example, $300 K/km and 

$5 K respectively. The cost of retrofitting the pipe with anodes was taken as $30 K per 

km, and the life expectancy of the anodes was assumed to be 15 years (thus retrofitting 

would be renewed every 15 years). The discount rate was taken as 3%. 

In this case study,  T*  = 44 years represents the optimal time for replacement of an 

unprotected pipe, which would result in a discounted life-cycle cost of approximately 

$144 K/km. This early optimal time of replacement is due to the relatively rapid growth 

in breakage rate observed in the pre-retrofitted ductile iron pipes in Utility B. If retrofit 

CP commences at pipe installation, its optimal time of replacement to is expected to be 

deferred to later than 150 years, with a total life-cycle discounted cost of about $86 K/km. If 

retrofit CP commences at year 20, its optimal time of replacement to is also expected to 

be deferred to later than 150 years, with a total discounted life-cycle cost of $69 K/km. It 

appears that it is more economical to retrofit at age 20 rather than earlier because early 

retrofit results also in early cash disbursements. In some instances retrofitting at 

installation may be cheaper that retrofitting an existing pipe but this instance is not 

considered here.  
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Figure 6. Effect of retrofit CP on the life-cycle costs of pipes – Utility B. 

It can also be seen that in Utility B, the effect of retrofit CP is so dramatic that if it 

commences much later than T*  (e.g., at age 60) it will still help to extend the economic 

life of the pipe by deferring the optimal time of replacement. 

Summary and discussion 

Two separate models were introduced, one for the effect of hotspot cathodic protection 

and the other on the effect of retrofit cathodic protection on the breakage rate of water 

mains. The parameters for these models can be extracted for time series that include 

historical breakage rates of water mains. The accuracy of extracting these parameters can 

be improved by using a multi-variate model for the historical breakage rate, which allows 

the consideration of time-dependent covariates in the regression analysis. These time-

dependent covariates may include factors such as temperature and soil moisture, which 

often have significant impact on water main breakage rates. 

Once the parameters of the cathodic protection models are determined, an economic 

analysis can be performed to determine the strategy that would minimise the life-cycle 

cost of the pipes.  



Two case studies have been presented to demonstrate the concept. In Utility A, hotspot 

CP emerged as an effective means to reduce life-cycle cost as well as to defer pipe 

replacement, provided the protection program does not start too late in the life of the 

pipe. In Utility B, retrofit cathodic protection proved to be very effective in reducing life-

cycle costs and deferring pipe replacement. 

It should be noted that the multi-variate model and the cathodic protection models 

assume that the population of pipes to which they are applied is relatively homogeneous 

with respect to breakage patterns. At the same time, it is often not practical to apply the 

analysis to very small, homogeneous groups because of the loss of statistical significance. 

One must always exercise good engineering judgement in balancing these two 

considerations. 

Further, one should be aware that some results could be biased because of various factors 

beyond one’s control. For example, some utilities have a strategy, thereby those pipes 

with the highest breakage rate are retrofitting first. Conversely, other utilities retrofit first 

those pipes which are in the best shape (pipe ‘worth’ saving). In either case, the 

population of pipes should be separated into separate groups comprising ‘good’ pipes and 

‘bad’ pipes, to conduct an unbiased regression analysis. 
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