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Abstract — This paper discusses accessing fieldbus systems via web services over 
the Internet or intranets, having simplicity and interoperability as advantages. For 
this purpose an architecture is proposed, in which web service implementations con-
nect to gateway nodes of fieldbus systems. Three use cases show the potential of this 
approach for configuration, management, and non-real time control. Intelligence to 
protect fieldbus systems against compromising accesses from the Internet or an 
intranet is provided as the so-called automatic validation. It rejects all accesses not 
conforming to the specification of the web service's interface. 

  
 
 

1 Introduction 
In many industry fields there is a notable tendency for integrating existing business infra-
structures into networks, such as the Internet. This general approach also holds true for 
fieldbus and smart transducer1 networks, which also get a tighter integration into the ex-
isting higher-level network structure. Due to different communication properties of field-
bus and high-level networks, usually only a subset of available functions and operations 
can be provided to the higher-level networks. For example, fieldbus networks often ex-
hibit deterministic real-time behavior, whereas the Internet takes a best-effort approach 
when transmitting data. Operations that often can be provided over the high-level network 
include monitoring, configuration and maintenance.  

At the boundary between a fieldbus and a high-level network we usually find a gateway 
node, which acts as the mediator of communication between the connected networks. 
While the general approach is quite common, often no further specifications are provided 
how the actual access from the higher-level network to the fieldbus system is performed. 
Accordingly, in many cases the fieldbus access interface will be specified in an ad hoc 

                                                 
1 For Smart Transducers see [1]. 
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manner, which contradicts the interoperability idea, which often was one of the major 
reasons for integrating networks into interconnected networks in the first place. 

There have been some efforts for standardising the access to fieldbus systems. For ex-
ample the OMG recently accepted a smart transducer interface as a world-wide IOP 
standard [4], which specifies a general CORBA interface for interacting with fieldbus 
systems. The Field Device Tool (FDT) Specification (as used for example in the 
Profibus [3]) also provides an interface between the fieldbus (the control application) and 
a higher-level network by specifying interfaces, which can be accessed via the distributed 
component object model (DCOM) [1].  

Another common way for interacting with fieldbus systems are gateway nodes, which 
act as web servers, thus supporting access to fieldbus systems via the Internet using a web 
browser. In this approach, the application logic is completely contained in the web appli-
cation and the fieldbus system. Clients, containing additional application logic, accessing 
the fieldbus system via the web server, are not possible.  

This is enabled with web services, a promising technology for providing software inter-
faces over the Web. Web services allow a simple and interoperable form of communica-
tion between different platforms. Unlike related technologies such as CORBA, web ser-
vices are intended to provide software interfaces (to services) for global access. These 
properties make them a befitting basis for the integration of fieldbus systems with exter-
nal tools like intelligent configuration, production planning and machine control systems.  

In the paper we analyse this type of integration and highlight potential benefits. We 
propose an architecture for accessing fieldbus systems via web services. By examining 
exemplary use cases we show the potential of using such type of high-level Internet-based 
communication, addressing issues of configuration, management and non-real time con-
trol. We also present an extension of the architecture, adding intelligence to protect field-
bus systems and its web service implementation against messages that do not conform to 
their specification. In order to highlight the possibilities and issues, we discuss some of 
the ideas in the context of the TTP/A fieldbus. TTP/A has been chosen because of its 
simplicity and well-defined interfaces. 

The paper is structured as follows. Section 2 provides an overview on TTP/A fieldbus, 
section 3 introduces to web services. The architecture for accessing fieldbus systems via 
web services is presented in section 4, for which use cases are shown in section 5. Section 
6 introduces to the specification technique SXQT for web service interfaces. Protection 
against non-conforming message flows can be achieved with the automatic validation 
described in section 7. Section 8 concludes the paper. 

2 Smart Transducer Interface 
The time-triggered protocol for SAE Class A applications (TTP/A) provides a time-
triggered fieldbus primarily intended for low-cost applications in the automation and 
automotive area. TTP/A follows the interface definitions as specified in the OMG smart 
transducer interface standard. All accesses to the fieldbus are performed via three concep-
tual interfaces [5]: 
Real-time Service (RS) Interface: Responsible for providing a timely real-time service 

of the smart transducer during operation. 
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Diagnostic and Maintenance (DM) Interface: Enables the access of internals of the 
smart transducer. This is required to set parameters, or gain information on internals 
of the node, which could be useful, e.g., for diagnosis purposes. Generally the DM in-
terface is not considered time-critical. 

Configuration and Planning (CP) Interface: Enables access to configuration properties 
of a node. During system start-up and node integration the interface is used to provide 
connecting information between multiple nodes for enabling their interaction. Gener-
ally the CP interface is also not considered time-critical. 

All accesses are mapped to the interface file system (IFS), which acts as a temporal 
firewall between the node application and the communication network, i.e. it completely 
decouples the node application from the communication activities. The IFS is a file sys-
tem abstraction supporting read, write and execute operations on parts of the file system. 
All information that is directly relevant for the services of a node is placed into the IFS. 
This also includes the so-called round descriptor lists (RODL), which define the strictly 
time-triggered communication schedule of a TTP/A node.  

Since the smart transducer interface and the IFS define a simple access and consistent 
interface to fieldbus nodes, it provides an ideal point of access for creating the connection 
between the specification of the web services and the actual content of the IFS. These 
descriptions are themselves represented with XML, so that a further integration with 
XML-based web services seems quite natural. 

3 Web Services 
Web services allow the creation of interoperable software interfaces using web technol-
ogy. Combining the standard encoding XML for messages and the well-understood trans-
port protocol HTTP into the protocol SOAP [6], they stand for simplicity and interopera-
bility between different platforms. 

Web Client Web Service

SOAP
Messages

API provided
by Web Service  

Figure 1: Communication between web client and web service 

Web services are web applications that are accessible by software clients (web clients). 
Traditional web applications have proven their abilities to allow application access in an 
interoperable manner on the worldwide Internet and enterprise-wide intranets. However 
the access is restricted to humans using web browsers, mainly due to the use of HTML 
combining data with formatting information. Web services resolve this issue by replacing 
HTML with XML for request and response messages transmitted with HTTP. The proto-
col SOAP adds conventions for the message exchange and the structuring of messages 
(SOAP messages). This mode of interaction is illustrated in Figure 1.  
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The Web Services Description Language (WSDL) [7] is used to describe the interfaces 
provided by web services. It describes interfaces in terms of exchanged messages. Inter-
faces are defined as sets of operations, which mainly consist of the two message types for 
its requests and responses. XML fragments in these messages are declared in XML-
Schema [8], the common type system for XML.  

Using web services to provide interfaces over the web leads to interoperable solutions 
and does not require complex infrastructures. Implementations can easily be created using 
widely available infrastructures for web applications plus support for XML. More spe-
cialized infrastructures are also available. Their interoperability is permitted describing 
interfaces with WSDL’s clear message exchange semantics. The consensus for web ser-
vices in industry and research leads to a wide range of tools and applications on different 
platforms.  

4 Web Services for Fieldbus Access 
To gain the advantages of simple and interoperable access to fieldbus systems, we pro-
pose to provide their interfaces using web services. The required architecture is depicted 
in Figure 2. The web service implementation provides the interface over the web to be 
used by external tools. Running outside of the fieldbus system, it connects to it via the 
proprietary interfaces of a gateway node.  
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Figure 2: Architecture to access fieldbus system via web service 

The provided interfaces can be general purpose or application-specific. A general pur-
pose interface is usable for a variety of different fieldbus systems and applications. Its 
semantics can be similar to CORBA’s smart transducer interface [4], where accesses are 
mapped to the interface file system (IFS), which allows reading, writing or executing re-
cords in its files. Other interfaces might be specifically designed with an application-
specific semantics that are easier to use by developers. In this case the web service im-
plementation and/or gateway node contain application-specific code. This approach is 
similar to providing a web application for use with a web browser, but allows additional 
application logic in the web client.  

Web services usually cannot provide real-time services, because the underlying Internet 
does not have the required properties. This is no restriction, as long as non time-critical 
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services are used (i.e. the CP and DM interfaces). For services that normally depend on 
the Real-time Service (RS) Interface (see chapter 2), such as controlling machines, high-
level application-specific interfaces need to be developed that are not time critical. Chap-
ter 5 gives an example how such an interface can be developed. 

Calls to web services should be coarse grained. Even though the Internet provides an 
increasing bandwidth, the latency is still high, leading to a high minimum execution time 
for operation calls. In case of many operations to be called sequentially this seriously de-
creases the performance. To improve the performance interfaces should be modelled in a 
way that minimizes the number of operation calls. For example consider CORBA’s smart 
transducer interface. If this interface would directly be mapped to web services, each ac-
cess to a 32-bit record would require an individual web service call. Instead an interface 
of a web service should allow the access a lot of records with one call. The web service 
implementation then has to split up the call into several calls to the IFS.  

5 Web Services Sample Use Cases 
Having access to fieldbus systems via web services enables a lot of applications. In the 
following we present three use cases in different application areas, the third in more de-
tail. 

A production planning system (PPS) can control a factory’s production line via web 
services. A PPS is used to plan when to process which purchase order. If every machine 
in the production line is implemented as a fieldbus system accessible via web service the 
PPS can directly configure them. The PPS can also detect, if a machine is faulty. It can 
then automatically reconfigure the production line to replace the faulty machine or to 
process another purchase order that does not require it.  

In the second use case a car manufacturer maintains or configures a car via a web ser-
vice. The car is a fieldbus system, in which smart transducers contain required sensors 
and actuators. In a garage the car is connected to a gateway, giving the manufacturer ac-
cess via a web service over the Internet. The manufacturer’s experts can then locate faults 
and reconfigure the fieldbus system if required. Similar to the previous use case this is an 
example how web services enable the connection of fieldbus systems with complex con-
figuration systems, which contain the intelligence required to adapt the fieldbus system to 
changing situations.  

The third use case presents a web service for controlling an industrial robot. In general 
controlling a robot requires real-time interfaces, which cannot be provided by web ser-
vices. However for some applications it is possible to develop application-specific inter-
faces that are not time critical. Consider a robot with n articulations, which can be set to 
defined angles, as illustrated in Figure 3. The vector of required angles (ω1, ω2, …, ωn) is 
the parameter for an operation SetPositions, which sets the articulations to these an-
gles. The operation is synchronous, thus the response is not sent before the positioning 
has finished. Afterwards the operation can safely be called again in a non time critical 
manner.  

Additional operations are added to the interface to allow only one controlling web cli-
ent at the same time. Before a web client starts to control the robot it has to call the opera-
tion Login, which fails, if another web client is already logged in. After controlling the 
robot is completed the operation Logout is called.  
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Figure 3: Robot with 4 articulations 

A web client using the interface has to obey several requirements. Login and Logout 
need to be called in alternating order. SetPositions may only be called after Login 
and before Logout and must not be called several times concurrently. The combination 
of angles ω1, ω2, …, ωn, given to SetPositions as parameter, must not harm the robot 
e.g. by crashing against a wall. Unfortunately these requirements cannot be expressed in 
WSDL.  

6 SXQT 
The rigorous specification of requirements as those just described is fundamental for an 

interoperable, reliable communication over the interface of a web service. Therefore we 
have developed the expressive and generic specification technique SXQT (Specifications 
using XQuery expressions on Traces), based on a specification technique of C.A.R Hoare 
[9], with major enhancements to specify interfaces of web services.  

Observer

Web ServiceWeb Client

SOAP
Messages

SOAP Message 1
Trace

SOAP Message 4
SOAP Message 3
SOAP Message 2

. . .

 

Figure 4: Observer recording a trace 

SXQT constrains allowed message flows with first order logic. Observations of mes-
sages are considered as atomic events. An observer records them in the order of their ob-
servation until some point in time into the so-called trace, as illustrated in Figure 4. A 
trace thus formalises an observed message flow. Predicates on traces (SXQT expressions) 
formulated in the standardized language XQuery [10] are used to constrain the allowed 
message flows. Every requirement on an interface is formulated individually as an SXQT 
expression, which is added to the description in WSDL.  
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By using SXQT the message flows can be specified that do not compromise the field-
bus system. It allows the specification of the ordering of operation calls, as described in 
the robot use case for the operations Login, Logout and SetPositions. It enables the 
specification of concurrency constraints, such as the absence of concurrent calls of the 
operation SetPositions. It also enables to specify the allowed combinations of values 
in parameters, e.g. the allowed combination of angles ω1, ω2, …, ωn provided as parame-
ter to the operation SetPositions. All this is done with the same generic constructs. 

7 Automatic Validation 
To check that message flows conform to the specification we have developed a tech-

nology called “automatic validation”. As illustrated in Figure 5 a validator implements 
the conceptual observer from SXQT. It observes all exchanged messages and records 
them into the trace. In addition it checks if the message flow conforms to the specifica-
tion. Non-conforming messages are rejected and responded to with an error message. 
This protects the fieldbus system effectively against compromising message flows. Addi-
tionally the automatic validation detects non-conforming messages sent by the web ser-
vice, immediately indicating precarious conditions in the fieldbus system or the web ser-
vice implementation. 

Web Client
Internet

/ Intranet

ValidatorSOAP Web Service
Implementation

Specification

Fieldbus
NetworkTrace

 

Figure 5: Architecture with validator 

The validator reads the specification from a document, containing the description in 
WSDL and the SXQT expressions. All SXQT expressions are evaluated for the observed 
trace. In addition for each message it is checked whether it conforms to the WSDL-
description and the SOAP standard. A message is rejected, if any of the checks fails.  

The validator can run inside the process of the web service implementation or in a sepa-
rate process. Running in the process of the web service implementation leads to better 
performance, since messages need to be received and parsed only once and can efficiently 
be forwarded inside the process. If a validator runs in a separate process and forwards 
messages to the web service implementation via the network, it can be used universally 
with any web service.  

The validator contains the intelligence required to prevent that non-conforming mes-
sages compromise the web service and thus the fieldbus system. The validator rejects 
non-conforming messages sent by a web client before they are delivered to the web ser-
vice. Thus the web service will never observe non-conforming messages. In the robot use 
case the web service can never observe operation calls that are not in the required order or 
that are breaking the concurrency constraint. Also calls to the operation SetPositions 
with an illegal combination of angles ω1, ω2, …, ωn provided as parameter are concealed.   
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8 Conclusion 
In the paper we have proposed an architecture, which allows accessing fieldbus systems 
via web services over the Internet or intranets. Software interfaces based on SOAP are 
provided by web service implementations, which connect to the fieldbus system via the 
proprietary interfaces of its gateway node. Three use cases in different fields have shown 
the applicability of this approach.  

The third use case on controlling a robot was analysed in more detail. The requirement 
for real-time interfaces was avoided by providing an application-specific abstraction that 
is not time critical. Requirements on the interface where shown that cannot be expressed 
in WSDL. It was proposed to formulate these in the specification technique SXQT based 
on first order logic. The automatic validation can then be used to ensure that non-
conforming messages are rejected and thus cannot compromise the fieldbus system.  
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