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Abstract — LCL filters are widely used in Pulse Width 

Modulation (PWM) inverters. However, it also introduces a pair 

of unstable resonant poles that may challenge the controller 

stability. The passive damping is a convenient possibility to tackle 

the resonance problem at the cost of system overall efficiency. In 

contrast, the active damping does not require any dissipation 

elements, and thus has become of increasing interest. As a result, 

a vast of active damping solutions have been reported, among 

which multi-loop control systems and additional sensors are 

necessary, leading to increased cost and complexity. In this paper, 

a notch filter based active damping without the requirement of 

additional sensors is proposed, where the inverter current is em-

ployed as the feedback variable. Firstly, a design method of the 

notch filter for active damping is presented. The entire system 

stability has then been investigated, which has revealed that 

negative variations of the resonant frequency can seriously affect 

the system stability. In order to make the controller more robust 

against grid impedance variations, the notch filter frequency is 

thus designed smaller than the LCL filter resonant frequency, 

which is done in the z-domain. Simulations and experiments are 

carried out to verify the proposed active damping method. Both 

results have confirmed that the notch filter based active damping 

can ensure the entire system stability in the case of resonances 

with a good system performance.  

I. INTRODUCTION  

Pulse Width Modulation (PWM) inverters incorporated 
with LCL filters are commonly used as grid-connected 
converters, since they can provide an adjustable power factor 
and low harmonic current injections. As a third-order system, 
the LCL filter provides significantly improved attenuation of 
the PWM switching harmonics with a reduced overall size and 
weight, when it is compared with the conventional filter of a 
single inductor [1], [2]. Unfortunately, the LCL filter also 
introduces unstable poles that give magnitude peaks at the 
corresponding resonant frequencies. Such resonances may 
make the entire system unstable, being an increasing challenge 
to the controller design and also in the power system [3]-[5].  

Usually, there are two possibilities to “trap” the unstable 
poles into a stable region: a) the passive damping based on 
dissipation elements in series or in parallel with the inductor 
or the capacitor of the LCL filter and b) the active damping 
that is included in the control system. As for the passive 
damping, additional losses hinder its applications in high 
power PWM converters. By contrast, the active damping aims 
at modifying the control algorithm so as to increase the 

stability margin at its resonance frequency. Many active 
damping solutions have been proposed in the literature. For 
example, a concept of the virtual resistor is introduced in [6], 
where an additional control loop by feeding back the capacitor 
current or voltage makes the filter behave like a “real” passive 
damping resistor. However, this method using a differentiator 
that may amplify high frequency noise. Nevertheless, a lead-
lag network or an Infinity Impulse Response (IIR) digital filter 
that behaves as a differentiator can be adopted in the case of a 
virtual resistor based active damping [7]-[9]. Moreover, a new 
control strategy by feeding back the weighted average value of 
currents flowing through the split filtering capacitors to the 
current controller is proposed in [10], and in [11] the feedback 
term is instead the grid or the inverter current. These active 
damping approaches can be categorized as the multi-loop 
control systems, and thus additional sensors are required. In 
order to reduce the sensor requirement, the virtual flux is 
developed to estimate the capacitor voltage or the capacitor 
current [12]. Additionally, inserting a low-pass filter or a 
notch filter into the forward path of the current control loop 
can also achieve an active damping.  

Initially, the notch concept was implemented in [13] by 
cascading a notch filter with the main controller, and thus the 
resonance of the LCL filter is dampened. Genetic algorithms 
are normally adopted in the notch filter, as it is presented in 
[14], where the tuning procedures and the limitations of dif-
ferent solutions are also discussed. However, the discretization 
of the notch filter is the main design challenge, since it will 
alter the pole and zero locations if designed inappropriately as 
discussed in [15]. As a consequence, the damping perfor-
mance may be significantly degraded, and thus contributing to 
a possibility of resonating. In light of the above issues, a 
design method for the notch filter based active damping in the 
z-domain is presented first in this paper. In the proposed 
design solution, only two coefficients related to the bandwidth 
and the notch frequency respectively have to be determined 
[16], [17]. In addition, in order to make the controller more 
robust against grid impedance variations, the notch filter 
frequency is thus designed smaller than the LCL filter resonant 
frequency, which is done in the z-domain. Moreover, an 
analysis of the robustness against the LCL filter parameter 
and/or the grid impedance variations is carried out.  

This paper is organized as follows. In § II, the system 
description is presented, where the control structure and the 
traditional notch filter based active damping method are 
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introduced. Then, the proposed design procedure of the notch 
filter based active damping method is developed in the z-
domain in § III, where different discretization methods are 
compared with the proposed design method. In § IV, the 
sensitivity of the traditional notch filter based active damping 
is discussed in the case of varying resonant frequencies. In § V, 
the tuning procedure of the current controller with the 
proposed notch filter based active damping is described, as 
well as the robustness of the entire current controller is 
analyzed considering the LCL filter parameter and grid 
impedance variations. Simulation and experimental results are 
provided in § VI in order to verify the proposed notch filter 
based active damping method. 

II. SYSTEM DESCRIPTION 

Fig. 1 shows the structure of a grid-connected inverter with 
an LCL filter. In Fig. 1, L1 and L2 are the inverter side inductor 
and the grid side inductor, respectively, Cf is the filter 
capacitor, Lg is the grid inductor, and Vg the grid voltage. 
Subsequently, the transfer function of the LCL filter in the z-
domain from the inverter output voltage V1 to the inverter 
output current I1 can be given as (1), where a Zero-Order-Hold 
(ZOH) is adopted for the discretization and the grid 
impedance is also taken into account. 
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where Ts =1/fs is the sampling period with fs being the 
sampling frequency and ωres is the resonant frequency of the 
LCL filter. It should be noted that the numerator of Gi1(z) has 

an anti-resonant peak at the frequency of：   

0 21 fL C                                  (3) 

which leads to a less phase lag at the frequency below the 
resonant frequency.  

The overall current control structure of the inverter is 
shown Fig. 2, in which a Proportional-Integral (PI) controller 
of (3) is adopted as the current controller. The proportional 
gain kp of the PI controller can be tuned according to the 
optimized relationship between kp and the crossover frequency 
ωc by appointing a desired phase margin (e.g., PM = 60°); 
while, Ti can be calculated by ensuring that its phase 
contribution is small at the crossover frequency [18].  
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where the controller gains are designed as,  
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Considering the sampling, computation and PWM process, 
one-step pure delay z

-1
 is introduced in the current control 

system shown in Fig. 2. Besides, a notch filter is included in 
the control loop as the active damping to ensure the system 
stability. The transfer function of the notch filter can be given 
in the s-domain as, 
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in which Q is the quality factor of the notch filter determining 
the rejection bandwidth, ωn is the notch frequency.  In [13], 
[14], the rejection bandwidth ωn is placed at the resonant 
frequency of the LCL filter ωres in order to cancel out the 
resonant peaks induced by the LCL filter. Actually, this is a 
kind of zero-pole cancelling method. Notably, the notch filter 
based active damping is very sensitive to the resonant pole 
variations introduced by the unknown grid impedance changes, 
which will be discussed in details in § IV.  

According to Fig. 2, the open-loop transfer function of the 
current control system can be expressed in the z-domain as, 

       1

1open PI notch dc iG z G z G z z V G z             (6) 

where Vdc is the DC-link voltage, and Gnotch(z) is the 
discretized transfer function of the notch filter given in (5). It 
should be noted that, when the converter current is employed 
as the feedback control variable, the current control system 
will be stable only in the case of very low resonant 
frequencies [13]. Table I shows the parameters of the PWM 
inverter with an LCL filter as shown in Fig. 1. Then, a basic 
analysis of the LCL filter resonance can be achieved. Fig. 3 
shows the Bode plots of the LCL filter in (1), the notch filter in 
(5), and the open-loop control system in (6), where the notch 
filter based active damping is employed.  

As it is shown in Fig. 3, the wide stable range is because the 
-180°-crossing happens only once, where the frequency lower 

2i

1L 2L

fC

GridVDC

gL

1i

gv

  

invv

 
Fig. 1. Grid-connected inverter system with an LCL-filter. 
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Fig. 2. Control structure of the closed-loop current control system with a notch 

filter based active damping, where id is the d axis current of i1 in the dq frame. 
 

TABLE I. 

 PARAMETERS OF THE THREE-PHASE GRID-CONNECTED PWM INVERTER 

WITH AN LCL FILTER. 

Parameters Symbol Value 

Power Rating Pn 2.2 kW 

Inverter Side Inductor L1 1.8 mH 

Grid Side Inductor L2 2 mH 

Filter Capacitor Cf 4.7 uF 

Resonant Frequency fres 2385 Hz 

Grid Impedance Lg 0~10 mH 

Sampling Frequency fsw 10 kHz 

Grid Voltage Vg 230 V/50 Hz 

DC Bus Voltage Vdc 650 V 

 



than the resonant frequency of the LCL filter where the gain is 
lower than 0 dB. However, for the higher resonance 
frequencies, there is one negative -180°-crossing with the gain 
above 0 dB. This indicates instability according to the Nyquist 
criteria. Hence, an effective damping is required for the LCL 
filter when the converter-current is feedback. The resonant 
peak of the LCL filter should be suppressed, and also the 
phase of the LCL filter should be compensated efficiently by 
introducing the notch filter. In that case, there will be no          
-180

o
-crossing with the gains above 0 dB. Consequently, the 

current control system stability is guaranteed. 

III. DIGITAL NOTCH FILTER 

  As it is shown in Fig. 3, the notch filter has a narrow 
rejection bandwidth and an infinite negative gain around the 
notch frequency. In respect to the implementation of the notch 
filter in the digital form, the transfer function of (5) has to be 
discretized properly, since the notch frequency is sensitive to 
the discretization [15]. A slight error in the location of the 
notch frequency can contribute to a significant loss of the 
capability to suppress the LCL filter resonant peak. Actually, 
even for small notch frequency deviations, the effect on the 
active damping performance cannot be ignored. In general, 
there are two possibilities to design the notch filter. One can 
be done in the s-domain, and then a discretization method is 
applied to the s-domain model so as to implement it in the z-
domain. Another option is directly to design the notch filter in 
the z-domain in order to reduce the phase and magnitude 
errors introduced by the discretization method, which will be 
done in the following. 

A. Design of the Notch Filter in the z-Domain 

In order to develop an accurate model of the digital notch 
filter by applying the Tustin transformation to the Gnotch(s), as 
following,  
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where the Tustin transformation can be given as,  
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If k = ωn/sin(ωnTs/2), the discretization procedure of (7) is 
the so-called pre-warping Tustin method. In order to minimize 
the number of coefficients of the transfer function Gnotch(z), (7) 
is rewritten as, 
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in which, 
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It should be noted that the notch filter transfer function 
given by (9) is characterized by two parameters a1 and a2 as 
shown in (10). As a consequence, the notch filter Gnotch (z) can 
be conveniently implemented in a digital signal processor by 
including two multipliers of coefficients a1 and a2.  

According to (7), the magnitude of the notch filter can be 
obtained as,  
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When the rejection bandwidth Ω and its minimum attenuation 
gain x of the notch filter are specified, the coefficients a1 and 
a2 can then be calculated as,  
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where λ can be expressed by, 

1010 1
x

  .                               (13) 

It is indicated in (11) that the constants a1 and a2 are 
determined by the notch frequency ωn and the desired 
rejection bandwidth Ω. Moreover, the quality factor Q is 
absent in (12). Actually, the quality factor Q is replaced by the 
following,  
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B. Comparison of  Different Discretization Method Effects on 
the Digital Notch Filter 

Different discretization methods have been deeply explored 
in [19] for the Proportional Resonant (PR) controller in terms 
of the discretization impact on the resonant pole displacement, 
the effect on zeros distribution, and the delay. It has been 
found that the Tustin transformation contributes to the most 
significant deviations. In contrast, other discretization methods, 
e.g., the ZOH method, the IMPulse invariant (IMP) method, 
the Pre-Warping Tustin (PWT) method, provide an accurate 
placement of the resonant peaks even at high resonant 
frequencies or with low sampling rates. 

Actually, as it can be seen in (4), the transfer function of the 
notch filter Gnotch(s) is the reciprocal of a PR controller, where 
the proportional gain is one and the resonant gain is the 
quality factor Q. This PR controller can be given as, 
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Fig. 3. Bode plot of the open-loop current controller with a traditional notch 

filter based active damping. 
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which shows that the frequency response of the notch filter is 
symmetrical with 0 dB magnitude and zero phase lines. 
Applying the ZOH, IMP and PWT methods the PR controller 
GPR(s) of (15) results in the discretized expressions as shown 
in Table II, where the transfer functions are denoted as       
GPR-zoh(z), GPR-ipm(z) and GPR-pwt(z) correspondingly. Therefore, 
the discretized transfer functions of the notch filter using the 
aforementioned methods can be derived by simply inverting 
the numerator and the denominator of the corresponding 
transfer function shown in Table II, denote as Gzoh(z), G-ipm(z) 
and Gpwt(z) respectively.  

As recommended in [13], considering the robustness, the 
reject bandwidth Ω is designed as 0.1ωres and the maximum 
gain of rejection band is -20 dB. The quality factor of the 
notch filter Q can thus be calculated using (14). The notch 
frequency is selected at the resonant frequency of the LCL 
filter, which can be calculated form Table II as fres=fn=2385 
Hz. Notably, the designed fn is much higher than that in the PR 
controller as discussed in [19]. Fig. 4 compares the frequency 
responses of Gnotch(z), Gnotch(s) and its discretized transfer 
functions. As shown in Fig. 4, an almost equivalent magnitude 

behavior is observed around the notch frequency, although 
Gipm(z) has a lower gain in the whole frequency range. 
Moreover, Fig. 4 also confirms that Gzoh(z) tends to increase 
the gain at high frequencies. It should be noted that Gtp(z) 
tends to reduce the rejection bandwidth of the notch filter. As 
a result, this may make the notch filter based active damping 
more susceptible to a resonant frequency deviation. In general, 
the discretization will not contribute to much influence on the 
magnitude responses.  

However, the phase frequency responses are significantly 
affected in those discretization methods. From Fig. 4, it can be 
observed that Gnotch(z) of (7) is the most accurate when 
comparing with the other discretization methods. On the 
contrary, the phase lags introduced by Gipm(z) and Gtp(z) are 
lower than those of the continuous models. This is beneficial 
to increase the phase margin, although they also cause less 
phase leads in the region of higher frequencies, as it is shown 
in Fig. 4. Therefore, the implementation of the notch filter 
based on Gipm(z) and Gtp(z) may result in insufficient 
capability to compensate the delays. Moreover, the ZOH 
produces a large phase lead after the notch frequency with a 
gain above 0 dB, which could affect the system stability. Fig. 
4 also shows that Gnotch(z) of (7) can be considered the most 
advantageous implementation of Gnotch(s), since its magnitude 
and phase response are most close to Gnotch(s). Furthermore, 
Gnotch(z) provide larger phase lead than Gipm(z) and Gtp(z) after 
the notch frequency. 

IV. SENSITIVITY ANALYSIS OF THE TRADITIONAL NOTCH 

FILTER BASED ACTIVE DAMPING 

  A sensitivity analysis of the current control loop with the 
notch filter based active damping have been carried out in 
considering the LCL filter parameter variations,  the grid 
impedance changes, and the computation delays. The nominal 
values of the grid-connected inverter system with an LCL 
filter has been shown in Table I, where the grid impedance 
variation range is also specified. Bode plots of both the open-
loop and the closed-loop systems in the z-domain are 
employed to evaluate the system stability. The notch 
frequency is set to be the normal resonant frequency of the 
LCL filter, i.e., fn = fres = 2385 Hz.  

It is indicated in (1) that a positive variation of the LCL 
filter parameters and the grid impedance will result in  a 
negative change of the resonant frequency that may become 
below the notch frequency, vice versa. Fig. 5 further compares 
the open-loop Bode plots of the system with different resonant 
frequencies. As it can be seen in Fig. 5(a), the resonant 
frequency varies negatively from fn to 0.92fn when the grid 
side inductor is changed from 2 mH to 3 mH. As a result, the 
notch filter will lose the ability to suppress the resonant peak 
of the LCL filter. In the case of Lg = 2.8 mH, the phase of the 
notch filter is negative at the resonant frequency, which means 
that it is unable to compensate the phase of open loop not to 
cross -180

o
, leading to instability, as it is shown in Fig. 5(c). 

Nevertheless, when the resonant frequency varies positively 
from fn to 1.22fn by decreasing the grid side inductor from 2 
mH to 1 mH, as it is shown in Fig. 5 (b), the phase of notch 
filter will be positive at the resonant frequency. This means 
that the notch filter is able to compensate the phase of the 
open-loop system not to cross -180

o
 at the resonant frequency. 

TABLE II.  
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Thus, the system is always stable even when the resonant 
peak of the LCL filter still exists. Additionally, in the case of a 
smaller grid impedance Lg = 1.4 mH, as it is shown in Fig. 
5(d), the compensation of the phase lag is achieved. However, 
when the resonant frequency is too far from the notch 
frequency, the phase of the notch filter is insufficient to 
compensate the phase lag, as it is highlighted in Fig. 5(b).  
This can be further illustrated using the pole-and-zero plots of 
the closed-loop system, which can be given as, 
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     

1

1

PI notch dc i

close

PI notch dc i

G z G z V G z
G z

z G z G z V G z

  


   
         (16) 

Then, the pole and zero maps of the closed-loop system 
with different resonant frequencies (0.92fn<fres<1.22fn) can be 
obtained as Fig. 6. It can be seen in Fig. 6 that, when the 
resonant frequency is equal to the notch frequency, the 
unstable pole of the LCL filter is canceled out by the zero of 
the notch filter, and thus the system stability is secured. 
However, an increase of the resonant frequency will force the 
unstable pole away from the zeros of the notch filter and thus 
out of the unit cycle, thus challenging the entire system 
stability; whilst in the case of a negative resonant frequency 
change, the unstable poles will move into the unit cycle, 
resulting in a stable system. Nevertheless, if the resonant 
frequency decreases too much, the poles will go out of the unit 
circle, as shown in Fig. 6, and thus the entire system goes to 
be unstable. 

One conclusion can be drawn from the above analysis is 
that the stability of the entire current control system is 
sensitive to the resonant frequency variations. In order to 
guarantee the closed-loop system stability, the notch 
frequency must be designed smaller than the resonant 
frequency of the LCL filter. This inspires to locate the notch 
frequency below the resonant frequency in order to increase 
the system stability margin. However, the PI controller and the 
notch filter should be designed carefully as demonstrated in 
the following.  

V. CURRENT  CONTROLLER DESIGN  

The notch filter based active damping method should 
enhance the system stability. According to (9), only two 
parameter a1 and a2 associated with angular notch frequency 
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Fig. 5. Bode plot of open-loop with different resonant frequency: (a) 0.92fn<fres<fn, (b) fres=0.93fn, (c) fn<fres<1.22fn, and (d) fres=1.1fn. 
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Fig. 6. Pole and zero maps of the closed-loop current control loop with 
different resonant frequencies (0.92 fn < fres < 1.22 fres). 



ωn and the stop bandwidth Ω have to be designed. Since the 
magnitude and phase contribution of the LCL filter resonance 
will become small at the crossover frequency, the LCL filter 
response will be dominated by the series inductance [3]. 
Besides, the PI controller also makes less phase contribution at 

the crossover frequency, i.e., ∠GPI(e
jωcT

) ≈ 0. It is thus 

reasonable to approximate the LCL-filter as a single L filter 
(L= L1+L2) in a low frequency range [18]. As a consequence, 
the open-loop current control system will be simplified as, 

     
  

1

1 21

s
open PI dc notch

T
G z z G z V G z

z L L

    
 

    (17) 

Subsequently, the phase margin ϕm of the current control 
system without the notch filter can be obtained as (17), where 
the PI controller is discretized using the Forward Euler 
method. Therefore, the crossover frequency ωc can be 
obtained by specifying a desired phase margin.  
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

  

 
     
   
 

 

 (18) 

In this paper, a phase margin of 60
o
 is designed in order to 

guarantee enough phase margins even when the notch filter is 
plugged into the current control loop. This in return can ensure 
a phase margin around 45

o
 for the current control system in 

the consideration that the notch filter introduces a phase lag 
around 15

o
 at the crossover frequency ωc. According to (18), 

ωc can be obtained as,  

=
9

c

sT


                                     (19) 

Since the crossover frequency is much smaller than the LCL 
filter resonant frequency ωn, the gain of the notch filter is flat 
at the crossover frequency ωc, and thus the notch filter has a 
limited impact on the crossover frequency location. Hence, 
(19) can be used to calculate ωc for the entire system. Then, 
the rejection bandwidth Ω can be obtained by setting the phase 
lag of the notch filter around 15

o
 as following:       

cos 360
15

2 2

os c s n s
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T T T
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12 cos
s

c s n s

T
T T



  
 

  
                         (21) 

As it is discussed in § IV, placing the notch frequency 
below the resonant frequency can contribute to an increased 
stability margin for the current control system. In order to 
achieve this goal even in a weak grid (Lg up to 10 mH [20]). 
The notch frequency boundary is then calculated according to 
(2) when Lg = 10 mH. Fig. 7 shows the Bode plot of the open-
loop current control system, from which a phase margin of   
43 ° can be readily identified. Fig. 8 shows the root loci in the 
z-plane of the overall current control system when the 
parameters of the LCL filter and also the grid impedance are 
varying. As it can be seen in Fig. 8(a), although the grid 
impedance Lg varies between 0 mH (a very strong grid) and 10 
mH (a very weak grid), the system is always stable. However, 
when the grid impedance further increases (Lg ≥ 10 mH), the 
current control system goes into instability even with the 
notch filter based active damping. Fig. 8(b) and (c) show the 
stable ranges of the control system in the case of a varying 
inverter side inductor L1 and grid side inductor L2 of the LCL 
filter (from 50% to 150% of the value shown in Table I), 
respectively. It can be observed in Fig. 8(b) and (c) that for 
large variations of L1 and L2, the current control system is 
stable, while instability occurs when L2 < 1.18 mH or L1 < 
1.08 mH. In Fig. 8(d), the impacts of the capacitance Cf 

variations (between 50% and 150% of the value shown in 
Table I) are analyzed. It can be seen in Fig. 8(d) that the 
current control system is stable in the case that Cf > 3.3 uF. 
However, when the capacitance decreases further, the current 
control system becomes unstable, as shown in Fig. 8(d). This 
is because that in order to tolerate a wide range of grid 
impedance variations (e.g., up to 10 mH), the notch frequency 
should be much lower than the resonant frequency. Thus, the 
phase lead of the notch filter will be very small at higher 
frequencies, as shown in Fig. 7. However, the capacitance 
decreases will result in an increase of the resonant frequency 
of the LCL filter, where the phase lead of the notch filter 
cannot prevent the open-loop system from -180

o
-crossing at 

the resonant frequency, leading to instability. 

VI. SIMULATION AND EXPERIMENTAL RESULTS 

Referring to Fig. 1 and Fig. 2, simulations and experiments 
have been performed on a 2.2-kW three-phase grid-connected 
inverter system in order to verify the effectiveness of the 
proposed notch filter based active damping. The system 
parameters are given in Table I. The simulations were done 
under ideal conditions where the inductor internal series 
resistances are neglected. Therefore, the simulations can also 
be considered as a worse case operating condition. 
Simulations were performed in MATLAB/Simulink. The 
experimental setup consists of a 2.2-kW three-phase 
commercial inverter connected to the grid through an LCL 
filter and an isolation transformer. The control systems are 
implemented in a dSPACE DS 1103 system.  

Fig. 9 shows the simulation results of the proposed active 
damping based on a notch filter. It can be seen in Fig. 9 that 
the current control system can operate stable without 
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Fig. 7. Bode plot of the open-loop current control system when the notch 

frequency fn is placed below the resonant frequency fres. 



resonating before the active damping is disabled. This 
confirms that the proposed notch filter based active damping 
can effectively ensure the system stability – the damping is 
achieved by the designed notch filter.  

In order to verify the effectiveness of the notch filter based 
active damping experimentally, the resonance of the current 
controller is excited by slightly increasing the proportional 
gain of the PI controller in the experiments. The proportional 
gain is then kept the same as that for a resonating system, and 
in that case the proposed notch filter based active damping 
control is enabled. Fig. 10 shows that the resonance is 
effectively dampened, when the proposed notch filter based 
active damping is activated. However, when the active 
damping is disabled, the resonating appears again. It is clear 
that an active damping is necessary for the current control 
system to maintain the stability and also the current quality. 
Those can be achieved when the proposed method is adopted, 
as verified by the experimental tests shown in Fig. 10. 
Besides, the transient performance of the proposed active 
damping method is also tested, where a step change of the 
reference grid current from 1 A to 2 A is performed according 
to Fig. 11. Obviously, the inverter system has good dynamic 
performance. 

 
Fig. 8. Pole and zero location of the overall system when vary the grid impedance and passive elements: (a) grid impedance Lg (0 mH to 10 mH) ,(b) inverter 

side inductor L1 (50% to 150%), (c) grid side inductor L2 (50% to 150%), (d) filter capacitor Cf (50% to 150%). 
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Fig. 9. Simulation results of the notch filter based active damping for a three-
phase grid-connected inverter system, where the active damping is disabled at 

t = 0.2 s. 
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Fig. 10. Performance of notch filter based active damping: inverter phase 
current (Ch 1:[5A/div], and time [10ms/div]), phase voltage (Ch 2: [100 

V/div], and time [10ms/div]),  and enabled signal of active damping filtering. 
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Fig. 11. Performance of notch filter based active damping: inverter phase 

current (Ch 1: [5A/div] and time [10ms/div]), phase volt age (Ch 2: [100 V/div] 
and time [10ms/div]) and enabled signal of active damping filtering. 

VII. CONCLUSION  

In this paper, a notch filter based active damping method 
has been proposed. The proposed active damping system has 
been analyzed and designed in the z-domain, and the inverter 
current has been fed back to the current control loop, where the 
proposed active damping method is incorporated. A design 
method of the notch filter for active damping has also been 
presented, and thus the phase and gain error introduced by the 
discretization can be minimized. The entire system stability has 
been investigated in the case of different resonant frequencies, 
which has revealed that the notch filter based active damping is 
sensitive to a negative variation of the resonant frequency. As a 
consequence, the notch filter frequency has been designed 
smaller than the LCL filter resonant frequency, which in return 
can ensure the system stability. A guideline for the notch filter 
frequency placement has been provided in this paper, enabling 
the use of the proposed active damping method, even when 
there are variations of the LCL filter parameter and/or the grid 
impedance. Both simulations and experiments have verified the 
effectiveness of the proposed active damping method in terms 
of high robustness.  
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